There is an urgent need for energy efficiency in buildings within the European framework, considering its environmental implications, and Europe's energy dependence. Furthermore, the need for enhancing and increasing productivity in the building industry turns new technologies and building energy performance simulation environments into extremely interesting solutions towards rigorous analysis and decision making in renovation within acceptable risk levels. The present work describes a multidisciplinary approach for the estimation of the energy performance of an educational building. The research involved data acquisition with advanced geomatic tools, the development of an optimized building information model, and energy assessment in Building Performance Simulation (BPS) software. Interoperability issues were observed in the different steps of the process. The inspection and diagnostic phases were conducted in a timely, accurate manner thanks to automated data acquisition and subsequent analysis using Building Information Modeling based tools (BIM-based tools). Energy simulation was performed using Design Builder, and the results obtained were compared with those yielded by the official software tool established by Spanish regulations for energy certification. The discrepancies between the results of both programs have proven that the official software program is conservative in this sense. This may cause the depreciation of the assessed buildings.
Introduction
In the European Union, buildings accounted for 40% of total energy consumption and 36% of CO 2 emissions in 2012 [1] [2] [3] . More specifically, non-residential buildings, which make up only 25% of the total European building stock, have an average energy consumption at least 40% higher than that of the residential sector [4] . The impact of the building sector in the energy balance, together with the current context of uncertainty regarding energy supplies for energy-deficient Europe, together with the renovated commitment towards climate change of the Paris Conference of the Parties (COP21) [5] , have made the improvement of the energy efficiency of buildings a priority in the European agenda. Apart from the macroeconomic and environmental gains, promoting energy renovation of existing buildings by means of efficient construction techniques can also contribute to rehiring workforce in the building industry [6] . However, even though, in practice, the building stock is mostly obsolete laser scanning solutions and 'scan-to-BIM' processes, but the automatic generation of semantically rich 3D models remains at early stage for commercial solutions.
Thermal zonification is another relevant step in the energy-modeling process. According to Picco et al. [25] , simplifications in this specific task can introduce deviations up to 20% with respect to a detailed zonification. Different levels of detail are allowed in commercial software. The simpler tools assume single spaces, while more sophisticated ones (TRNSYS, Design Builder, etc.) allow a detailed thermal zonification on the basis of criteria such as occupancy profile topographic orientation, and number of stories, among others.
The detection of thermal bridges is also a critical stage. Inspections for detection of these features are usually carried out using hand-held thermographic cameras. Thermograms are taken when thermal anomalies are detected. The correct identification of the whole thermal bridges in the building depends on the skills and criteria of the operator. After inspection, the thermograms are usually stored in a single folder. Since no information regarding the location in the building of each thermogram is recorded, there is a risk of misallocation. In the last years, commercial thremographic devices have experienced some advances regarding miniaturization and triggering functionalities. This offers the possibility of integrating these devices with other sensors and/or automating the acquisition stage. The 3D scanning system described in [23] provides an example of this.
Once the energy model of a building under analysis is completed, the energy performance simulation is accomplished using specific software commonly known as BPS, Building Performance Analysis (BPA) or Building Energy Modeling (BEM) [26] . However, energy simulation tools, both for renovation or new construction, can still be improved by linking building information models and BPS tools [27] . The binomial BIM-BPS is currently under-exploited when it comes to maximizing energy efficiency of buildings, partly due to tool-interoperability issues. The combined use of BIM and BPS tools is even more limited in the case of existing buildings. In such cases, application is generally more complex due to the frequent lack of information regarding the building elements and the energy performance of electrical systems.
This work provides a multidisciplinary methodological approach for the estimation of energy performance in tertiary buildings, including data collection with advanced geomatic techniques, the development of an optimized building information model, and energy assessment. Energy simulation was carried out using Design Builder, a globally renowned energy-assessment software for buildings. This detailed and advanced evaluation was further compared with the official Spanish simulation tool in order to quantify deviations between both.
The present paper is structured as follows: the next section introduces BIM-BPS tools. The latest European regulations for the implementation of BIM-based tools and energy-saving measures for buildings are presented in Section 3. Section 4 describes the building that was chosen as the case study. Section 5 explains the procedure followed, which involved the inspection of the building, BIM and BPS energy assessment. Results and final discussion are given in Section 6, and conclusions are presented in Section 7.
Background on BIM and BPS Tools
BIM-based tools can play an essential role in construction productivity, both in renovation and new construction projects. Global productivity in the construction industry decreased by 25% between 1992 and 2007, causing a considerably lower productivity in comparison with other industrial processes in the same period [27, 28] . BIM-based tools have a potential for improving productivity not only regarding general construction, but for energy-efficient design as well.
The most widely used BPS tools include Integrated Environmental Solutions-Virtual Environmental (IES-VE) [29] , an integrated building simulation program which carries out energy analyses in different modules. All of these modules operate by means of a single energy model, which can be created in Revit or SketchUp. The QUick Energy Simulation Tool (eQUEST) combines a building creation wizard, an energy efficiency measure wizard, and a simulation engine based on the software Department of Energy of the USA-2 (DOE-2) [30] . Transient System Simulation (TRNSYS) is one of the most commonly used energy simulation tools for buildings and Heating, Ventilating, and Air Conditioning (HVAC) systems, including solar and geothermal systems. It has a modular structure too, and it works with open-source models, providing flexibility for adding new components developed in other tools [31] . Thermal Analysis Software (TAS) is an industry-leading BPS tool for thermal simulation of complex buildings. It has a good reputation among experts thanks to its detailed modeling and accurate prediction of energy consumption, CO 2 emissions, operating costs and occupant comfort [32, 33] . Lastly, Design Builder is a user-friendly graphic interface attached to the calculation engine EnergyPlus. It can be used throughout all the design stages. Among other things, it allows the calculation of energy use, the visualization of solar shading, the thermal simulation of naturally ventilated buildings, and the modeling of control aimed at savings in electric lighting [34] .
EnergyPlus is one of the most accurate energy-simulation software programs. It was developed on the basis of DOE-2 and Building Loads Analysis and System Thermodynamics (BLAST) software programs, which in turn were created by the US Department of Energy (DOE) and the Department of Defense (DOD) [35] . EnergyPlus builds on the strengths of both of them, adding new calculation methods and features. It performs the modeling of energy flows of heating, cooling, lighting, and ventilation, as well as water usage. The integration of the thermal load simulation and the system response in the same step is one of the main improvements of EnergyPlus, providing a greater accuracy over DOE-2. Imbalances between both elements are reduced in the next step adjusting indoor thermal parameters [36, 37] .
The linking of BIM and BPS tools is an active field of research. Interoperability is essential to optimize energy simulation, both for renovation and new construction projects, as pointed out by Prada et al. [38] . They encountered problems while attempting to link a building information model which has been built using Revit in combination with the two BPS tools most widely used in the American continent-IES-VE and eQUEST simulators. Many authors have reported the inability to properly export some geometrical objects. Furthermore, ad-hoc modifications could not be translated into the BPS models. Nevertheless, some experiences have been successful in this area. See, for example; Jalaei et al. [39] , who proposed a method to integrate Leadership in Energy and Environmental Design (LEED) certification for sustainable building and the combined use of BIM, BPS-Ecotect-and economic assessment. Choi et al. [40] developed a complete BPS environment which could be successfully linked from Revit and from ArchiCAD, yielding very similar results to those obtained using the renowned, free BPS software EnergyPlus.
An example of the application of this technology in the case of existing buildings can be found in the work of Gourlis et al. [41] , who built an as-built building information model of the envelope of a historic industrial building and exported it to a BPS environment. Furthermore, they provided a retrospective on similar studies on industrial buildings. In their review of scientific publications, Ilter et al. [42] noted that BIM-BPS analysis is unusual in renovation and maintenance actions. They highlight the need to improve interoperability. In 2016, the review by Khaddaj et al. [16] combined sustainability criteria with the BIM approach in the field of existing buildings. They concluded that BIM was still too underdeveloped for its application in renovation projects, mainly because of data uncertainty, and the need for automation of data acquisition.
Finally, the most widespread formats for linking BIM and BPS will be commented upon. Green building extensible markup language (*gbxml) and industrial foundation classes (*ifc) are the most common ones. The advantage of *gbxml over *ifc is that it is simpler, and easier to assimilate by BPS. The strength of *ifc is that it is the only ISO standard in the field [43] , which has made it the prevailing format for BIM. *ifc format allows to overlap several types of information layers [44] .
New schemes to facilitate BIM-BPS communication are under development. A good example is provided by Jeong et al. [45] , who presented an object-based format, developed with object-based programming that facilitates the recognition of space boundaries. Their algorithm enables the use of a building information model in BPS software without export/import process.
European Regulatory Framework on Energy Efficiency of Buildings
According to Chalmers et al. [46] , there is a 50% to 90% energy-saving potential, both for new and existing buildings, in all EU Member States [47] . In order to encourage developments in this area, the European Parliament published Directive 2010/31/EU on the Energy Performance of Buildings (EPBD) [48] , which became applicable in 2012. The Directive meant a major leap in the energy performance requirements for buildings, since it invites the Member States to develop a methodology for the calculation of energy efficiency, as well as to lay down minimum requirements in this direction, and to create an energy certification program. It aims at the energy-efficient near Zero-Energy Building as an objective [49] . In the global scene, the term Net Zero-Energy Building is commonly used, along with the more ambitious concept of Positive Energy Building [50] .
EPBD defines the energy performance of a building as the energy demand associated with its typical use. This includes, among others, heating, cooling, ventilation, Domestic Hot Water (DHW), and lighting. According to the Commission Delegated Regulation 244/2012 [51] , the calculation of the energy performance must start with energy needs for heating and cooling, and finish with net primary energy. This is, moving from the energy demand towards the energy source.
The Directive also introduces a certification system for guiding users and buyers on energy consumption for buildings. The subsequent Directive 2012/27/EU [52] systematically stresses the need to promote building sustainability through the refurbishment of the building stock. Since most of the EU stock is obsolete in terms of energy performance, this option is more effective compared to building new efficient housing.
The European guidelines provided by EPBD were transposed into Spanish law through Royal Decree 235/2013 [53] . This Decree includes a basic procedure for the certification of energy performance for both new and existing buildings. The certificate provides a label which specifies the building's energy consumption and CO 2 emissions, together with a letter which stands for the corresponding energy class.
In Spain, the convergence of energy certification under the HE Basic Document of the Spanish Technical Code of Building (CTE-DB-HE) [54] and the Regulation for Thermal Systems in Buildings (RITE) [55] -both of which were updated in 2013-forced the revision of the certification procedure. Directive 2012/27/EU was partially transposed into Royal Decree 56/2016 [56] . One of its aims is to promote the training of professionals in the areas of energy efficiency and audits. The simplified tool for existing buildings CE3X, together with the unified tool Limitation of Energy Demand-Calification Energy (LIDER-CALENER), for all types of buildings-both planned and existing- [57] , are the most widely-used, authorized tools for energy certification for service buildings in Spain. An additional authorization of the Spanish Ministry of Industry, Energy, Tourism and Ministry of Public Works is required for using other tools. This constitutes a barrier to other programs. In fact, to this date, CE3X has been used in 98% of all energy certifications in Spain [58] . For this reason, it was decided to compare it with the commercially available energy modeling tool Design Builder, which includes the calculation engine EnergyPlus.
CE3x was designed for facilitating energy certification. It uses simplifications of the requested data, the thermal behavior modeling of the building and the calculation engine, which, in turn, is based on the correlations and approximations carried out by LIDER-CALENER. Such simplifications are conservative, yielding more "pessimistic" results compared to the real values [59] .
The energy certification system shows how building technologies are being developed faster than building codes. This gap could be reduced if more freedom was allowed in the field of energy performance certification, and European regulations were more flexible in this sense. In twelve Member States, both official and commercial software are accepted. In other twelve Member States, only a commercial software is provided by law. Validation for the use of the chosen software is not even required in five of those countries [60] . Finally, at the European level, Directive 2014/24/EU [61] on public procurement stresses the need to promote "electronic means of information and communication" in procurement processes for works, services or supplies, by September 2018. More specifically, it invites Member States to "require the use of specific electronic tools, such as of building information electronic modeling tools". Some countries have already taken action in this sense. BIM framework is already mandatory in the UK and Nordic countries-at least for the procurement of public works. In the case of Spain, the requirement for BIM framework has been scheduled for December 2018 in buildings, and July 2019 for infrastructures [62] .
Case Study
The building chosen for this study is the Forest Engineering School (in Spanish Escuela de Ingeniería Forestal, hereinafter EIF) of Pontevedra. It is located virtually at sea level on the Atlantic coast of Spain. It has four stories with a total area of 8504 m 2 . Its location and general appearance can be observed in Figure 1 . No renovations have been carried out on the building envelope or energy systems since it was built in 1994. The building code applicable at the time of its design was NBE-CT-79 [63] . The only energy-saving measure included in this regulation is the minimum thermal insulation of the envelope. and Nordic countries-at least for the procurement of public works. In the case of Spain, the requirement for BIM framework has been scheduled for December 2018 in buildings, and July 2019 for infrastructures [62] .
The building chosen for this study is the Forest Engineering School (in Spanish Escuela de Ingeniería Forestal, hereinafter EIF) of Pontevedra. It is located virtually at sea level on the Atlantic coast of Spain. It has four stories with a total area of 8504 m 2 . Its location and general appearance can be observed in Figure 1 . No renovations have been carried out on the building envelope or energy systems since it was built in 1994. The building code applicable at the time of its design was NBE-CT-79 [63] . The only energy-saving measure included in this regulation is the minimum thermal insulation of the envelope. The heating system is powered by two diesel oil boilers that have been operating since the EIF was established in 1994. Most of the indoor spaces are heated by radiators. The halls of the central area, two laboratories and the conference hall are equipped with fan-coils. The cafeteria is the only area that requires the use of DHW, with an estimated demand of 180 L/day. The main characteristics of the systems are shown in Table 1 . As it can be observed, the contribution of lighting to the generated heat is relevant, as it is usual in the case of service buildings. The building has a low occupancy profile-only 258 students. Opening hours are 8:30 A.M. to 9:30 P.M., Monday to Friday. 
Methodology
The procedure followed for measuring the energy performance of the building under study is summarized in Figure 2 . The energy inspection of geometric 3D data gathering data was performed using an Indoor Multi-Sensor Acquisition System (IMAS). Once the 3D building information model was built up in Revit on the base of the 3D point cloud, the model was transferred into Design Builder. The energy model was completed with thermal bridges detected in the IMAS inspection, and thermal zonification was decided considering topographic orientation, building floors, occupancy profile and the 2D comfort maps derived from the IMAS inspection. Subsequently, the energy performance was The heating system is powered by two diesel oil boilers that have been operating since the EIF was established in 1994. Most of the indoor spaces are heated by radiators. The halls of the central area, two laboratories and the conference hall are equipped with fan-coils. The cafeteria is the only area that requires the use of DHW, with an estimated demand of 180 L/day. The main characteristics of the systems are shown in Table 1 . As it can be observed, the contribution of lighting to the generated heat is relevant, as it is usual in the case of service buildings. The building has a low occupancy profile-only 258 students. Opening hours are 8:30 A.M. to 9:30 P.M., Monday to Friday. 
The procedure followed for measuring the energy performance of the building under study is summarized in Figure 2 . The energy inspection of geometric 3D data gathering data was performed using an Indoor Multi-Sensor Acquisition System (IMAS). Once the 3D building information model was built up in Revit on the base of the 3D point cloud, the model was transferred into Design Builder.
The energy model was completed with thermal bridges detected in the IMAS inspection, and thermal zonification was decided considering topographic orientation, building floors, occupancy profile and the 2D comfort maps derived from the IMAS inspection. Subsequently, the energy performance was run. An analogous simulation process was carried out in CE3X. Eventually, a comparison of the results was carried out. run. An analogous simulation process was carried out in CE3X. Eventually, a comparison of the results was carried out. 
Data Collection
In order to obtain the necessary information regarding the 3D geometry of the partitions and their characteristics, as well as some other useful information for a proper energy modeling, an onsite data collection was carried out with the IMAS [64] . The wheeled robot was driven by an operator along the building. Once it was turned on and in motion, it automatically recorded all the data. IMAS operates Simultaneous Localization and Mapping (SLAM) algorithms to perform self-localization in real time in GNSS-denied environments. It is equipped with laser sensors for 3D modeling, thermographic and optical cameras, and comfort sensors, as it is described in [64] . They all are synchronously triggered by the main central computer, and the output data (images, laser profiles, temperature and humidity values) are time-stamped. As a result, a 3D-point cloud of the indoor space was generated in real time. 2D maps reflecting the temperature and humidity gradients along the inspection path were additionally obtained, and eventually georeferenced thermograms were created.
A navigation interface based on the cross-platform application framework Qt was developed for the ex-situ inspection of the gathered data [65] . Figure 3 shows an IMAS photograph, together with a screen capture of the ex-situ navigation interface. This interface allows an ex-situ analysis of the inspection path. The data recorded at different points of the inspection path are loaded simultaneously, being the point cloud reprojected to a single-point convergent perspective. The images and point cloud are editable to perform measurements. As a result, the user has an immersive point of view. Every feature of an instant thermography can be easily identified thanks to the visible image, and immediately measured in the 3D point cloud. This enables the identification of thermal insulation and waterproofing problems as thermal bridges, and their dimensional characterization.
The verification of the 3D-models obtained using the IMAS robot is described in Armesto et al. [64] . It was conducted by comparison with the point cloud obtained by a terrestrial laser scanning system (TLS). The equipment used for this purpose was a phased based device, a FARO Focus3D, which provides a nominal accuracy of ±2 mm at 25 m distance. Dimensional characteristics such as length, height and width of halls and rooms were measured in both data sets. The resulting errors 
In order to obtain the necessary information regarding the 3D geometry of the partitions and their characteristics, as well as some other useful information for a proper energy modeling, an on-site data collection was carried out with the IMAS [64] . The wheeled robot was driven by an operator along the building. Once it was turned on and in motion, it automatically recorded all the data. IMAS operates Simultaneous Localization and Mapping (SLAM) algorithms to perform self-localization in real time in GNSS-denied environments. It is equipped with laser sensors for 3D modeling, thermographic and optical cameras, and comfort sensors, as it is described in [64] . They all are synchronously triggered by the main central computer, and the output data (images, laser profiles, temperature and humidity values) are time-stamped. As a result, a 3D-point cloud of the indoor space was generated in real time. 2D maps reflecting the temperature and humidity gradients along the inspection path were additionally obtained, and eventually georeferenced thermograms were created.
The verification of the 3D-models obtained using the IMAS robot is described in Armesto et al. [64] . It was conducted by comparison with the point cloud obtained by a terrestrial laser scanning system (TLS). The equipment used for this purpose was a phased based device, a FARO Focus3D, which provides a nominal accuracy of ±2 mm at 25 m distance. Dimensional characteristics such as length, height and width of halls and rooms were measured in both data sets. The resulting errors are shown in Table 2 . Further, a point-to-point comparison was performed. The mean of distances between points is 0.0953 m, and the standard deviation 0.0928 m. Details are provided in [64] .
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are shown in Table 2 . Further, a point-to-point comparison was performed. The mean of distances between points is 0.0953 m, and the standard deviation 0.0928 m. Details are provided in [64] . The specifications of the construction materials of the building under study and administrative data (date of construction, occupancy profile, type of use), were extracted from the EIF original project document. The characteristics of the electrical systems were also derived from the data contained in the construction project of the building. Their maintenance state was verified through an in-situ inspection.
Development of the Building Information Model
The initial modeling of the building was done using Revit, one of the most commonly used BIM programs in architecture, engineering and construction worldwide [66] . The IMAS 3D-point cloud can be obtained in *ascii and *las formats. Both of them can be converted into *pcg format, which is compatible with Revit. Previously, a decimation must be performed in a 3D-mesh editor. The openings of the building were added to the Revit library, together with a 30-cm-wide standard partition for all façades. Once the interior rooms were created based on the 3D point cloud, they were assigned a three-dimensional space in Revit, to be subsequently used with Design Builder. The definition of 3D zones was performed by merging the rooms that have the same occupancy profile. The different rooms of each floor, limited by their interior partitions, are shown in Figure 4 . A total of 45 rooms were set to be simulated in Design Builder. The specifications of the construction materials of the building under study and administrative data (date of construction, occupancy profile, type of use), were extracted from the EIF original project document. The characteristics of the electrical systems were also derived from the data contained in the construction project of the building. Their maintenance state was verified through an in-situ inspection.
The initial modeling of the building was done using Revit, one of the most commonly used BIM programs in architecture, engineering and construction worldwide [66] . The IMAS 3D-point cloud can be obtained in *ascii and *las formats. Both of them can be converted into *pcg format, which is compatible with Revit. Previously, a decimation must be performed in a 3D-mesh editor. The openings of the building were added to the Revit library, together with a 30-cm-wide standard partition for all façades. Once the interior rooms were created based on the 3D point cloud, they were assigned a three-dimensional space in Revit, to be subsequently used with Design Builder. The definition of 3D zones was performed by merging the rooms that have the same occupancy profile. The different rooms of each floor, limited by their interior partitions, are shown in Figure 4 . A total of 45 rooms were set to be simulated in Design Builder. Finally, the model was assigned an orientation with respect to North. Figure 5 shows the final model. Using the point cloud provided after the robot-assisted inspection, a technician with advanced skills in the use of Revit needed three days to construct the building information model. In turn, this step took around seven days using the CAD drawings of the building-the traditional method. All the material properties were extracted from the Component Catalogue of the Spanish CTE [67] .
Energy Assessment in Official Software CE3X
Data required by CE3X can be classified into four categories:
• Administrative data Data of the building identification, location and customer.
• Basic data of the building General information about the building, i.e., year of construction, intensity of use, climate zone, habitable volume, demand for DHW, and ventilation rate. They strongly influence the final energy rating.
• Thermal envelope Finally, the model was assigned an orientation with respect to North. Figure 5 shows the final model. Using the point cloud provided after the robot-assisted inspection, a technician with advanced skills in the use of Revit needed three days to construct the building information model. In turn, this step took around seven days using the CAD drawings of the building-the traditional method. Finally, the model was assigned an orientation with respect to North. Figure 5 shows the final model. Using the point cloud provided after the robot-assisted inspection, a technician with advanced skills in the use of Revit needed three days to construct the building information model. In turn, this step took around seven days using the CAD drawings of the building-the traditional method. All the material properties were extracted from the Component Catalogue of the Spanish CTE [67] .
• Thermal envelope All the material properties were extracted from the Component Catalogue of the Spanish CTE [67] .
• Thermal envelopev A 3D model of the building is not built as such. Instead, general dimensions are introduced. In this study case, four façades were created for the four main orientations of the building. The data entered were total surface, the average height of the four stories, openings, and thermal bridges. The same procedure was followed for defining the floor and the roofs. The confined spaces under the roof and on the ground are defined separately. Again, only their general dimensions and characteristics are required. All the dimensions necessary to define partitions, openings, and thermal bridges were taken from the building information model in Revit. The material for each element is selected, and CE3X takes its thermal characteristics from the CTE-DB-HE [54] .
• Energy systems
The characteristics of the different systems described in Section 3-nominal and seasonal performance, installed capacity-were entered.
After the introduction of the aforementioned information, simulation was started. The results obtained are shown in Table 3 . The energy demand of a building is the energy needed to maintain a comfort environment inside the building, and is mainly obtained by heating and cooling. It is primarily determined by the materials and the shape of the building, the immediate building surroundings, the climate, and the occupancy profile. The final energy consumption is the actual energy consumed at the user level. It is derived from the energy demand and the efficiency of the energy systems. The lighting system has a relevant share in the energy needs of service buildings, and constitutes a significant thermal gain. The final energy consumption for lighting is calculated directly from the specifications of the lighting system and the occupancy profile. The primary energy consumption is the sum of the final energy consumption and the extraction, transformation and distribution losses. It is obtained by applying primary energy factors [48] to the final energy consumption. CO 2 emissions, estimated using emission factors and primary energy factors published by the Spanish Ministry of Industry, Energy and Tourism, are presented as well [68] . As it was stated in Section 3, the EPBD establishes the use of the energy need to define the energy performance of a building. A letter standing for the level of energy efficiency corresponding to the energy certificate, ranging from "A" (maximum efficiency) to "G" (minimum efficiency), is placed after the obtained values. The threshold values for the different categories depend on the climate zone, occupancy, etc., together with the calculation methodology for these values, have been provided by the Spanish Institute for Energy Diversification and Savings (IDAE) [69] . 
Energy Assessment in Design Builder BPS
An interoperability test between Revit and Design Builder was performed using *gbxml format, including different elements: openings, walls, floors, ceilings, etc. The insulation characteristics were specified, together with the values for transmittance, reflectivity and conductivity, among others. Eventually, the export of the Revit model was not successful, as a considerable amount of data was lost in the process:
• A great amount of openings disappeared after importing the *gbxml model. In order to achieve a complete, smooth import of the model it was necessary to slightly increase the separation between the openings. • Partitions were not properly exported, either. It was necessary to redefine them. Particular roof elements-a skylight and the central part of the roof-had to be reconstructed, too.
Consequently, the characteristics were defined again in Design Builder for every building element. The correction of the model resulted in the development of the envelope, the interior partitions, and the thermal bridges. Subsequently, the influence of the weather on the buildings was introduced through a weather file. Design Builder includes files for numerous Spanish and worldwide cities. Nevertheless, the weather file used was the same as in CE3X, in order to allow the comparison of results obtained using Design Builder and CE3X. According to the Basic Document HE on Energy Saving from the Spanish Technical Building Code, the EIF is located in climate zone C1. The file was downloaded in *met format from the web of the Spanish Ministry of Industry, Energy and Tourism [57] and converted to *epw format to allow its use in Energy Plus.
Design Builder sets an occupancy profile containing features such as schedules for occupancy, heating and cooling demand, equipment usage and lighting, among others, which are assigned to each space by default. The same occupancy profile entered in CE3X was adopted in order ensure that the starting conditions of the simulation are the same in both programs. It corresponds to the "non-residential/low intensity" profile from the Basic Document HE [54] . This document provides a table with the operation schedules of the different energy-generating or consuming elements, as shown in Table 4 . On this basis, three operation schedules for the energy sources of the building were created: heating and cooling, internal gains and ventilation. Table 4 . Occupancy profile: non-residential, low intensity (12 h) [54] .
Working Days
Time slot (24 h Internal gains were set through a single 16.97 W/m 2 [54, 55] total gain during the occupancy schedule of the building to enable the comparison of the results obtained by Design Builder and CE3X. The ventilation rate was 0.8 air changes per hour. The infiltration rate was provided in the list of recognized documents. It was calculated from the general characteristics of the envelope and the openings using the online application of Aurea Consulting [70] , resulting in 0.17 air changes per hour.
The values of conductivity, specific heat and density of each material were taken from the Component Catalogue of the Spanish CTE [67] for the definition of the materials of the partitions. Since the values of the different absorptances and roughness are not indicated in the CTE, the default values from Design Builder were used. After that, the different types of partitions could be assigned to the 3D model. EnergyPlus has six internal-convection and seven external-convection algorithms. In order to proceed as in CTE, the Chartered Institution of Building Services Engineers (CIBSE) algorithm was selected for both types of convection. This algorithm adopts constant heat coefficients.
After this information was introduced, the simulation was run. Figure 6 represents the energy demand for the resulting heating and cooling. The periodic valleys correspond to weekends, when the EIF is closed. The thermal inertia of the building usually leads to spikes in the first days of the week. The other data related to energy assessment are shown in Table 3 . They were calculated from the values obtained by Design Builder and using the emission and primary energy conversion factors provided by the Spanish RITE [55] .
Energies 2017, 10, 1032 12 of 17
After this information was introduced, the simulation was run. Figure 6 represents the energy demand for the resulting heating and cooling. The periodic valleys correspond to weekends, when the EIF is closed. The thermal inertia of the building usually leads to spikes in the first days of the week. The other data related to energy assessment are shown in Table 3 . They were calculated from the values obtained by Design Builder and using the emission and primary energy conversion factors provided by the Spanish RITE [55] . 
Discussion of Results
With regard to the first phase of the process, it must be noted that the inspection of the building was performed automatically, and lasted only for a few hours. IMAS enabled the automatic 3D digital reconstruction. The building under study was modeled according to its as-built status, including all the modifications undergone by the interior partitions. Furthermore, the use of the IMAS facilitated the identification and characterization of thermal bridges, as well as the as-built status of the partitions, and the comfort conditions. Thanks to this data acquisition system, energy modeling times could be drastically reduced. Moreover, in line with the BIM philosophy, all the information gathered by the robot was stored together with the technical, legal and administrative documentation of the building. Such documents are nowadays evolving from printed to digital format.
The information collected by the IMAS as a point cloud, thermographic images, optical images, and maps of comfort variables, together with the data extracted from the document of the original project, allowed the development of a realistic, as-built building information model in Revit. Nevertheless, this is not an automatic process-it requires a careful manual operation.
Revit-Design Builder interoperability proved to be insufficient. Identifying and handling incorrectly defined elements is complex and time-consuming.
The comparison of the energy simulation results obtained using Design Builder and CE3X shows major differences both for heating and cooling demand, as it can be seen in Table 3 . Although all input variables were analogously set for both environments Design Builder yielded 44.96 and 2.3 kWh/m 2 /year for heating and cooling, respectively. In the case of CE3X, results were 55.3 and 18 kWh/m 2 /year. Figure 7 compares the basic parameters obtained by both programs. Considering the demand derived from heating-the most energy-consuming system-, the energy class for this building according to the Spanish scale would be "E" for Design Builder, and "F" for CE3X.
As it can be seen in Table 3 , CE3X estimated a 23% higher heating demand compared to that yielded by Design Builder. Greater differences (up to 683%) can be observed in cooling. These differences have been caused by the multiple conservative simplifications performed by CE3X. Such simplifications shift the results towards the low efficiency side. The reason for the extremely high difference in cooling demand is probably the definition of 3D-thermal zones in the geometric model. The Design Builder-simulated model uses the reconstructed building information 3D-model, which was divided into a total of 45 thermal zones. CE3X, in turn, considers a single space, and drastically 
As it can be seen in Table 3 , CE3X estimated a 23% higher heating demand compared to that yielded by Design Builder. Greater differences (up to 683%) can be observed in cooling. These differences have been caused by the multiple conservative simplifications performed by CE3X. Such simplifications shift the results towards the low efficiency side. The reason for the extremely high difference in cooling demand is probably the definition of 3D-thermal zones in the geometric model. The Design Builder-simulated model uses the reconstructed building information 3D-model, which was divided into a total of 45 thermal zones. CE3X, in turn, considers a single space, and drastically simplifies the building envelope-only the basic dimensions, the composition of the partitions, and their orientation are introduced. Such simplifications during modeling-especially the definition of thermal zones-had a decisive impact on the energy evaluation of the building. Since this tool does not distinguish between different floors or thermal zones, the glassed wall in the northwest and southeast façades affected the whole volume of the building. The IMAS robot constitutes a helpful tool in this sense. The provided instantaneous comfort maps can be used to discard or validate a zonification proposal in real time.
A secondary reason for the lower efficiency calculated by CE3X is the different level of development of both calculation engines. CE3X is based on simplified calculations from LIDER-CALENER, which is, in turn, based on DOE-2 software, developed in the 1980s. This program has not been updated for more than a decade, whereas EnergyPlus is still regularly updated.
Conclusions
The aim of this work is to present an instrument and a methodological procedure for assessing the energy performance of tertiary buildings. This methodology comprises the inspection of the case study building using a multi-sensor robot, which registers the geometric, thermal and comfort characteristics. The geometry is saved as a 3D-point cloud, which can be converted in a 3D-model by Revit. Subsequently, the energy performance of this model is calculated using Design Builder. In our study, the same calculation was performed in CE3X, a simplified tool commonly used in Spain, whose use is authorized for the energy performance certification process. Finally, the divergence between both programs was analyzed.
The use of an automated robot as a base for the development of a building information model allowed to minimize the dimensional errors and the data acquisition time. Furthermore, it provided geolocalized thermographies and comfort variables. As a result, the thermal bridges could be identified in their correct position within the building and dimensionally characterized. This methodology resulted in faster in-situ inspection and office analysis, and it increased the amount of information gathered, as well as its reliability.
The described process has shown that tool interoperability still constitutes a significant barrier. Geomatic technologies are highly productive when it comes to generating geometrical data, detecting thermal bridges and measuring comfort data. Nevertheless, developing as-built building information models implies an extensive manual editing. Moreover, BPS systems prevent a full data import. Timeconsuming and costly model editing seriously compromises overall productivity. The use of Open BIM formats such as *gbxml, *ifc, or *ifcxml constitutes a future research line.
The comparison of CE3X with Design Builder revealed a high degree of divergence. In certain type of façades systems like those of the analyzed building the impact of considering no thermal Such simplifications during modeling-especially the definition of thermal zones-had a decisive impact on the energy evaluation of the building. Since this tool does not distinguish between different floors or thermal zones, the glassed wall in the northwest and southeast façades affected the whole volume of the building. The IMAS robot constitutes a helpful tool in this sense. The provided instantaneous comfort maps can be used to discard or validate a zonification proposal in real time.
The described process has shown that tool interoperability still constitutes a significant barrier. Geomatic technologies are highly productive when it comes to generating geometrical data, detecting thermal bridges and measuring comfort data. Nevertheless, developing as-built building information models implies an extensive manual editing. Moreover, BPS systems prevent a full data import.
Time-consuming and costly model editing seriously compromises overall productivity. The use of Open BIM formats such as *gbxml, *ifc, or *ifcxml constitutes a future research line.
The comparison of CE3X with Design Builder revealed a high degree of divergence. In certain type of façades systems like those of the analyzed building the impact of considering no thermal zonification is very significant. Since the official software has shown to be highly conservative in the study case, authors remark the need to use an alternative program to support any decision-making process regarding energy rehabilitation. The conservativeness of the calculated efficiency may lower the value of appraised buildings, and could lead to erroneous decision-making in the real estate market or at energy efficiency renovation planning.
In view of the successful acquisition of the geometric data of the building through the IMAS robot, the development of software towards the automatic conversion of the 3D-point cloud into a 3D geometric model within the BIM framework represents a promising future line. The precision of the energy performance calculation of existing buildings is another trend in research. Accuracy can be improved by automating the acquisition of the actual energy performance data through the installation of sensors in the primary energy network, as well as in the indoor and the outdoor environments of the building.
